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§192.65

(2) Specifications or standards giving
pressure, temperature, and other ap-
propriate criteria for the use of items
are readily available.

[Amdt. 192-1, 35 FR 17660, Nov. 17, 1970, as
amended by Amdt. 192-31, 43 FR 883, Apr. 3,
1978; Amdt. 192-61, 563 FR 36793, Sept. 22, 1988;
Amdt. 192-62, 54 FR 5627, Feb. 6, 1989; Amdt.
192-61A, 54 FR 32642, Aug. 9, 1989; 58 FR 14521,
Mar. 18, 1993; Amdt. 192-76, 61 FR 26122, May
24, 1996; 61 FR 36826, July 15, 1996; Amdt. 192-
114, 75 FR 48603, Aug. 11, 2010]

§192.65 Transportation of pipe.

(a) Railroad. In a pipeline to be oper-
ated at a hoop stress of 20 percent or
more of SMYS, an operator may not
use pipe having an outer diameter to
wall thickness ratio of 70 to 1, or more,
that is transported by railroad unless:

(1) The transportation is performed
in accordance with API Recommended
Practice 5L (incorporated by ref-
erence, see §192.7).

(2) In the case of pipe transported be-
fore November 12, 1970, the pipe is test-
ed in accordance with Subpart J of this
Part to at least 1.25 times the max-
imum allowable operating pressure if it
is to be installed in a class 1 location
and to at least 1.5 times the maximum
allowable operating pressure if it is to
be installed in a class 2, 3, or 4 loca-
tion. Notwithstanding any shorter
time period permitted under Subpart J
of this Part, the test pressure must be
maintained for at least 8 hours.

(b) Ship or barge. In a pipeline to be
operated at a hoop stress of 20 percent
or more of SMYS, an operator may not
use pipe having an outer diameter to
wall thickness ratio of 70 to 1, or more,
that is transported by ship or barge on
both inland and marine waterways un-
less the transportation is performed in
accordance with API Recommended
Practice 5LW (incorporated by ref-
erence, see §192.7).

[Amdt. 192-114, 75 FR 48603, Aug. 11, 2010]

Subpart C—Pipe Design

§192.101 Scope.

This subpart prescribes the minimum
requirements for the design of pipe.
§192.103 General.

Pipe must be designed with sufficient
wall thickness, or must be installed
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with adequate protection, to withstand
anticipated external pressures and
loads that will be imposed on the pipe
after installation.

§192.105 Design formula for steel pipe.

(a) The design pressure for steel pipe
is determined in accordance with the
following formula:

P=(2 St/D)XFXExXT

P=Design pressure in pounds per square inch
(kPa) gauge.

S=Yield strength in pounds per square inch
(kPa) determined in accordance with
§192.107.

D=Nominal outside diameter of the pipe in
inches (millimeters).

t=Nominal wall thickness of the pipe in
inches (millimeters). If this is unknown, it
is determined in accordance with §192.109.
Additional wall thickness required for con-
current external loads in accordance with
§192.103 may not be included in computing
design pressure.

F=Design factor determined in accordance
with §192.111.

E=Longitudinal joint factor determined in
accordance with §192.113.

T=Temperature derating factor determined
in accordance with §192.115.

(b) If steel pipe that has been sub-
jected to cold expansion to meet the
SMYS is subsequently heated, other
than by welding or stress relieving as a
part of welding, the design pressure is
limited to 75 percent of the pressure de-
termined under paragraph (a) of this
section if the temperature of the pipe
exceeds 900 °F (482 °C) at any time or is
held above 600 °F (316 °C) for more than
1 hour.

[35 FR 13257, Aug. 19, 1970, as amended by
Amdt. 19247, 49 FR 7569, Mar. 1, 1984; Amdt.
192-85, 63 FR 37502, July 13, 1998]

§ 192.107
pipe.

(a) For pipe that is manufactured in
accordance with a specification listed
in section I of appendix B of this part,
the yield strength to be used in the de-
sign formula in §192.105 is the SMYS
stated in the listed specification, if
that value is known.

(b) For pipe that is manufactured in
accordance with a specification not
listed in section I of appendix B to this
part or whose specification or tensile
properties are unknown, the yield

Yield strength (S) for steel
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